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Building Thermal Mass Concept ambient conditions. However, these benefits must be balanced
with the increase in total cooling requirement that occurs with
L?‘ecooling of the thermal mass. Therefore, the savings associated

bu!ld?ng _is not utiIize_d for reducing ope_rating costs. When th ith load shifting and demand reductions depend upon both the
building is not occupied, the thermostat is set up to a higher teathod of control and the specific application
perature for cooling or set back to a lower temperature for heating '

such that the equipment is generally off during these periods. Op-
timal start algorithms determine the times for turning equipment
on so that the building zones reach the desired conditions at a ti@@timizing Zone Temperature Setpoints

when the building becomes occupied. The goal of these algo-gptima| zone temperature setpoints are a complicated function
rithms is to minimize the precodbr preheattime. During occu- ot several factors, including the utility rates, load profile, equip-
pied hours, the zone conditions are typically maintained at Copyent characteristics, building storage characteristics, and weather.
stant setpoints. For these conventional night setup/setbag; a utility rate structure that includes both time-of-use energy
strategies, the assumption is that building mass works to increasgy demand charges, the optimal strategy can actually depend
operating costs. A massless building would require no time f@on variables that extend over a monthly time scale. The overall
precooling(or preheatingand would have lower overall cooling problem of minimizing utility costs over a billing perio@.g., a

(or heating loads than actual buildings. However, under prop&honth can be mathematically described as follows:
circumstances, use of a building’s thermal storage for load shiftinginimize:

can significantly reduce operational costs, even though the total
zone loads may increase. N

At any given time, the cooling requirement for a space is due to J= E {ECP At} +Max; < <n{DCPy} (1)
convection from internal gaindghts, equipment, and peopland k=1
!nteriqr surfacgs. S'ince a significant fraction of thg if“e,r nal gair\Wth respect to the trajectory of zone temperature setpoints
is radiated to interior su_rfaces, the state of a bundlngs thermézl;zz, _____ T,,) and subject to the following constraints for
storage and the convective coupling dictates the cooling requi '
ment. Precooling of the building during unoccupied times reduces

In conventional control strategies, the thermal storage of

the overall convection from exposed surfaces during the occupied T, mink= T 2= T2 maxk 2)
period as compared with night setup control and can reduce day- o ' '

time cooling requirements. The potential for storing thermal en- K= (K1, T2k, K) (3)
ergy within the structure and furnishings of conventional commer-

cial buildings is significant when compared to the load X=X =<Xmax 4)
requirements. Typically, internal gains are on the order of 3—-7 W

per square foot of floor space. The thermal capacity for typical Xn=Xo 5)

concrete building structures is on the order of 2—4 Wh/°F per ) B ) ) o )
square foot of floor area (12— 24 Wh/°Cm Thus, for an inter- whereJ is thg utility cost asso_clated Wlth the billing perl(let_g.,
nal space, the energy storage is on the order of 1 hr for every @gnonth, Atis the stage time intervatypically equal to the time
(0.5°0) of precooling of the thermal mass. window over which demand charges are levied, e.g., 0.25\his

P ; ; ; ber of time stages in a billing period, and for each stage
Opportunities for reducing operating costs through use of bunige num >t : .
; ; . : is the average building electrical pow@w), EC is the energy
ing thermal mass for cooling are due to four effects: reduction in t rate or cost per unit of electrical enel@kwh). DC is the

demand costs, use of low cost off-peak electrical energy, reduc U and charge rate or cost ber peak power rate over the billin
mechanical cooling resulting from the use of cool nighttime air for - . 9 . per p P - . 9
eriod ($/kW), T, is the zone temperature setpoint which regu-

v_entilation pre_cooling, and im_proved mechanical cooling eff gas both the comfort conditions and the rate of energy removal
ciency due to increased operation at more favorable part-load a}ﬁom or addition to the building structure over the Stalig,.a, is
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mum admissible states of storage, ani a state Equation that with respect to the control variableS {;,T,,,.....T,5) and a
relates the state of storage at stdgeéo the previous state and billing period demand cost targeT DC) and subject to the con-
current control. straints of Eqs(2)—(5) and the following equation:
The first and second terms in E@) are the total cost of energy
use and building demand for the billing period. Both the energy DCP<TDC ™
and demand cost rates can vary with time, but typically have atThe constraint expressed in E@) arises from the form of the
least two values associated with on-peak and off-peak periods. Asst function chosen for Eq6). At each stage, the demand cost
even more complicated cost optimization would result if the utiknust be less than or equal to the peak demand cost for the billing
ity included ratchet clauses whereby the demand charge is {heriod. The peak or target demand cddC, is an optimization
maximum of the monthly peak demand cost and some fraction wdriable that affects both energy and demand costs. The advantage
the previous monthly peak demand cost within the cooling seas@f.posing the optimization problem using E@) rather than Eq.
For the special case of real-time utility rates, the demand char@g is that it simplifies the numerical solution. For a given value of
may be not present and the energy charges can vary hourlyTiIDC, the problem could be solved as a series of daily optimiza-
response to the actual costs of producing electricity. tions (N=24At). An optimal value of TDC could then be deter-
The equality constraint of Eq(3) is the state equation that mined using a one-dimensional search applied to a monthly cost
results from a model of energy flows in the building. The state dfinction.
storage at any stadeis a function of the previous statey( 1), The problem of determining optimal trajectories of zone tem-
the zone control T,,), and other time-dependent factdiessg., perature setpoints for buildings is important because it establishes
ambient temperature, solar radiatiotn a building, the energy a benchmark for the maximum cost savings associated with sim-
storage is highly distributed in walls, floor, furnishings, etc. As pler near-optimal control approaches. Bratih Synder and New-
result, many individual states are required to characterize the dyt [2], Keeney and Brauj3], Chen[4], and Nagai[5] have
namics. The constraints of Eq&) and (4) are associated with considered various aspects of this optimization problem. For ex-
comfort and equipment capacity considerations. The constraintayhple, Braur{1] applied nonlinear optimization techniques on a
Eq. (5) forces a steady-periodic solution to the problem. This comtaily basis to determine results for two limiting cases:ndini-
straint becomes less important as the length of analysis increaseem daily energy costs with time-of-use electric rates anhd 2
The total building power in Eq(1) can be replaced with the minimum peak demand. This is a much simpler problem than
power associated with the air conditioning equipment if the nomletermining minimum operating costs based upon both energy
cooling electrical power is relatively constant during the occupiednd demand costs, but it does provide useful information with
on-peak period. In order to determine a control strategy for changspect to the savings potential. More recently, Ng&aipre-
ing and discharging storage that minimizes this cost function forsented a method for minimizing energy and demand costs on an
given system, it would be necessary to perform a minimizatiamnual basis that relies on a second-order transfer function model
over the entire billing period because of the influence of the désr the cooling requirements. The use of a low-order model allows
mand charge. In this case, the number of optimization variablespgactical application of dynamic programming for determining the
equal to the number of time steps within the month. The problesptimal control trajectories.
can be simplified by decoupling the optimization associated with
the energy anq demand charges. Th_e optimization prpbleméf‘mulated Savings
posed as a series of shorter-tefeng., daily optimizations with a
constraint on the peak demand charge according to: Several simulation studies have demonstrated a substantial ben-
Minimize: efit in precooling buildings. Braufil] applied optimization rou-
tines to computer simulations of buildings and their associated
N cooling systems in order to estimate cost savings associated with
=2 {EC,P, At} +TDC (6) optimal control of building thermal mass. Maximum energy cost
k=1 and demand savings for optimal control of building thermal mass
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Fig. 1 Daily energy cost savings for optimal versus night setup control: a) 12-hr on-peak period, 2-to-1 on-peak to
off-peak electrical rates; b) heavy zone, flat part-load performance, 80°F mean ambient temperature (on-peak period

centered at noon, clearness index =0.6, from Braun [1])
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were compared with conventional night setup control for typicadhree different part-load characteristics: good, flat, and poor. The
days. For a design day, maximum energy cost savings for cooliggod part-load plant utilizes variable-speed motors for all equip-
associated with optimal control of building thermal mass rangedent including the chillers, pumps, and fans and the best perfor-
from 0 to 35%, depending upon the system and utility rates. Forance occurs at about 30% of the design load. The performance
the minimum demand problem, it was possible to reduce the tot#l the flat part-load plant is independent of load and would be
building peak electrical demand by between 15-35% on the depresentative of a plant with several stages of chillers, pumps,
sign day. and towers that are in parallel and sequenced according to the
Synder and Newel[2] also determined optimal control for aload. Thepoor part-load plant utilizes all fixed-speed equipment
single day using a simple building and cooling system model amdth only a single stage of operation for each device and the best
used these results to estimate monthly costs. Cooling cost saviefficiency occurs at full load. The building was occupied from
for a representative building and utility rate structure were est- a.m.—6 p.m., had an on-peak period from 8 a.m.—8 p.m.,
mated to be 18% as compared with conventional control. and had a 2-to-1 ratio of on-peak to off-peak electrical rates. De-
Rabl and Norford6] used a simple building model to study themand charges were not considered in this analysis. During the
impact of building precooling on peak cooling loads. The buildingccupied period, the zone temperature was constrained to be be-
was precooled at a constant temperature and the building tempéweeen 68—76°F.
tures were adjusted during the occupied period to provide theFigure 1a shows that as a percentage of daily costs, the savings
lowest peak load. For the building considered in their study, ttege greatest at low ambient temperatures where the grdegest
peak load was reduced by between 10—-20%, depending upon ¢beling opportunities exist. The system with tgeod part-load
duration of the pre-cool period. performance has opportunities for significant savings over the en-
Andresen and Brandemug] also demonstrated the potentialtire range of weather conditions for both light and heavy building
savings in peak cooling rate associated with precooling strategiesnstruction. The opportunities are much less significant for sys-
They investigated the impact of three different pre-cool strategitmms with less favorable plant part-load characteristics. At high
for a single building and found as much as a 50% reduction temperatures, the savings approach zero for lihd part-load
peak cooling rate when compared to conventional night setup cartraracteristics. In the absence fofe cooling at high tempera-
trol. The results were sensitive to the convective coupling betwegmes, the penalty associated with operating at part-load offsets the
the air and the thermal mass and the mass of the furnishings wiifity incentives associated with shifting loads from the on-peak
found to be important. to the off-peak period. Even at low ambient temperaturesfréee
There are two very important conclusions that can be madeoling opportunities are smaller for flat and poor part-load sys-
regarding the potential for use of building thermal mass that reems than for thegood part-load plant because of the use of
sulted from the simulation studies) fhere is a tremendous op- variable-pitch rather than variable-speed air-handler fans. Figure
portunity for reductions in on-peak energy and peak demand ahd also shows that the plant performance characteristics are more
2) the savings potential is very sensitive to the utility rates, buildmportant than the construction materials. Typical commercial
ing and plant characteristics, weather conditions, and occuparmyildings have sufficient thermal mass to provide significant load
schedule. In order to demonstrate these points, some samplestfting.
sults from Braurn{1] are presented. Figure 1b shows the effect of the number of hours for on-peak
Figure 1 gives percent daily energy cost savings for optimalectric rates(centered about nogrand the ratio of on-peak to
control as compared with conventional night setup control faff-peak rates. In general, better opportunities exist for higher
different buildings, cooling plants, mean daily ambient temperaatios of on-peak to off-peak rates and longer on-peak hours.
tures, and utility rates. The daily variations in solar radiation, anHHowever, the savings are more sensitive to the ratio of on-peak to
bient temperature, and ambient humidity were simulated usingf-peak rates than to the length of the on-peak period. It is inter-
statistical correlations that utilize mean daily values as inputs. &sting to note that the savings approach a maximum with increas-
single story in a multi-zone building was modeled assuming twiog on-peak period. In the limit, the percent savings for a zero-
types of construction that span a range typical of high-rise builtength on-peak period equal those for a 24-hr period.
ings with carpeted floors. A chilled water cooling plant was con- Figure 2 shows hourly variations in zone temperatures and
sidered with a variable-air-volume air handling unit and assumir@poling energy for both optimal and night setback control for a
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Fig. 2 Example daily variations in space temperatures a) and cooling quantities  b) for optimal and night setup control
(no time-of-day rates, heavy zone with  good part-load plant, clearness index =0.6, average ambient temperature =65°F,
from Braun [1])
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day with significant opportunities for nighttime free cooling. Thenergy cost savings and associated peak reduction are not affected
optimal strategy was determined with no time-of-use rates and hg the minimum unoccupied zone temperature for this system,
demand charge considerations. The building was precooled usberause the optimal control does not bring the precooled space
ambient ventilation beginning shortly after the end of the occiemperature below 65°F. It is interesting to note that the peak
pied period to a minimum temperature of 70°F. As internal gaimeduction associated with the minimum cost strategy is not sig-
increased due to occupancy, the space temperatures was increag&antly less than the maximum possible at a minimum tempera-
to an upper limit of 76°F. The zone space temperature remainedwt of about 65°F. This was also found to be the case for other
the upper comfort limit for a large portion of the occupied periodsystems considered.
This tends to minimize gains from the interior surfaces during this The potential for use of building thermal mass also depends on
time. In contrast, the conventional strategy maintained 76%Re occupancy schedule. There is little benefit in precooling for a
throughout the occupied period, while the space temperatrailding that has 24-hr occupanég.g., a hospitalor a building
floated freely during unoccupied times. The amountasfd peak that is occupied at night and unoccupied during the day.
mechanical cooling required for the system was significantly less
with optimal control as compared with the conventional strategk. b Studi
This reduction was due téree precooling during the nighttime aboratory Studies
hours. The time variation in thfeee cooling energy approximately = The advantage of performing laboratory tests as compared with
mirrored the variation in ambient temperatugreater at lower field measurements is that different control strategies can be com-
ambient$. Free cooling for the conventional strategy peakegared for the same set of operating conditions. Corigiffper-
when the system turned on to bring the space temperature to thened experiments using a test facility at the National Institute of
occupancy setpoint. The system operated without mechani&bndards and TechnologiIST) in order to investigate the po-
cooling untilfree cooling alone could no longer maintain the settential for peak load reduction through use of building thermal
point. mass. This structure was designed to represent a thermal zone
Figure 3 shows the potential for reducing the peak daily elewithin a multi-story building. External boundary conditions for
trical use for a building with an optimal strategy as compared witthe floor, ceiling, and walls could be controlled independently.
conventional night setback control. These results were developEuke structure was of relatively lightweight construction, having a
by optimizing the trajectory of zone setpoints in order to minimiz-in. concrete floor, suspended ceiling, and gypsum walls. The
the peak electricity. For all systems considered, the reductionfioor was carpeted and there were no special provisions for cou-
peak electrical use associated with optimal control is very signifling to the thermal mass. The purpose of their study was to
cant. Again, the greatest potential savings exist for heavy zonasestigate the effect of alternative control procedures on the peak
and with cooling plants havingoodpart-load characteristics. For air conditioning load. The strategies that they investigated resulted
the most part, the reductions in peak demand increase with in-ess than a 3% reduction in the peak cooling load. However, the
creasing ambient temperature as the electrical energy associatedtegies were adhoc and were not optimized for the facility.
with cooling requirements becomes a larger portion of the total Morris et al.[9] also used the NIST facility as an internal zone
building electrical use. The only exception occurred at low amband performed a set of experiments in order to demonstrate the
ent temperatures with a poor part-load plant. potential for load shifting and load leveling when the control was
Figure 3 shows that both the peak daily electrical use and thaptimized. Prior to performing experiments, a simulation of the
energy costs associated with optimal control for minimum peatst facility was developed that included a model of the structure,
consumption are sensitive to the minimum unoccupied tempem-model for human comfort, a specific profile of internal gains,
ture. The maximum peak reduction associated with optimal coand a model of a hypothetical cooling system that would serve the
trol increases with decreasing minimum unoccupied temperatusgructure. Results of the zone simulation were compared with
but at the expense of significantly increased energy costs. Parnafasurements and good agreement was achieved. In order to de-
the reason for the energy cost penalty is associated with requirermine the control strategy to use in the experiments, optimiza-
ments for heating at the time of occupancy. Below a minimuition routines were applied to the simulation with the constraint
temperature of about 58°F, the energy costs are greater than thibse thermal comfort must be maintained during the occupied pe-
for conventional controli.e., negative savingsThe maximum riod. Two separate objectives resulting in two different control
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strategies were considered} thinimum cooling system energy resulting incool comfort conditions prior to occupancy. During
use and 2minimum peak cooling system electrical demand. Thehese tests, the minimum space temperature during precooling was
two strategies were implemented in the facility and compar&8°F, while the space temperature setpoint was raised to 75°F just
with night setup control. The results of these tests were dramatrior to occupancy.
cally different than those obtained by Conniff for the same facil- Figure 5 shows the 24-hr time variation in cooling requirement
ity. A brief summary of these results follows. and comfort conditions for the test facility for both the minimum
Figure 4 shows the 24-hr time variation in cooling requiremeeak demand strategy and conventional night setup control. The
and comfort conditions for the test facility allowed to reach @ptimal control involved precooling the structure and adjusting
steady-periodic condition for both the minimum energy use straﬁie space temperatures within the comfort zdred.5<PMV

egy and conventional night setup control. The results indicate . . . . -
significant load shifting potential for the optimal control. Overall,<%'5) during the occupied period to achieve the minimum de-

the cooling requirements during the occupied period were aptand. Although the minimum possible demand was not achieved
proximately 40% less for optimal than for night setup contrdiuring the tests, the peak cooling rate during the occupied period
(labeled night setback in Fig)4The time variation of Predicted was approximately 40% less for minimum peak demand control
Mean Vote(PMV) is also shown for the two control strategies ashan for night setup control. The precooling period only lasted

determined from measurements at the facility. A PMV of zero is@antil about 3 a.m., followed by a natural warmup period of about

thermally neutral sensation, while positive is too warm and nega-hr prior to occupancy. The entire range of the comfort region

tive too cool. In the region between plus and minus 0.5, comfort {5, tilized during the occupied period.

not compromised to any significant extent. Figure 4 shows that theAn important conclusion from these results is that it is impor-

comfort conditions were essentially identical for the two contrQ[Iant to develon control strateaies that are specific to the applica-
methods during the occupied period. The indoor air temperature, P 9 P PP

which has a dominant effect upon comfort, was maintained 4¢nS- The results of Coniff8] were not nearly as encouraging as
75°F during the occupied period for both control methods. Durirf§ose of Morris et al[9] for the same test facility, because the
the unoccupied period, the cooling system was off for night setg@ntrol method was not optimized. _

control and the temperature floatedviarm comfort conditions. ~ Andrews et al.[10] also demonstrated the importance of the
On the other hand, the optimal controller precooled the spaaoice of control strategy for a different test facility. The test cell
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was constructed with insulated walls, contained concrete blocks,have very similar ambient and solar variations and were used
and was housed within a larger building to minimize envelopas the basis for comparing cooling requirements for the two
heat gains. Cooling loads were internally generated. Two differestrategies.
control strategies were considered. Both strategies utilized conFigure 6 gives individual sensible cooling loads for the test
stant temperature precooling at 72°F during off-peak periods, lmdnes on the second day of the two-day sequences for the night
differed in the set point adjustments during the occupied periosetup and precooling tests. There are dramatic differences between
However, only one of the two discharge strategies resulted in pethle load shapes and strategy comparisons for the different zones.
load reductions in the afternoon. The exterior zones are strongly influenced by solar gains through

The results of Conniff8], Morris et al.[9], and Andrews et al. windows and peak loads are approximately coincident with peak
[10] were performed in zones having minimal coupling to theolar gains. On a percentage basis, the largest load shifting asso-
ambient. However, ambient coupling reduces the storage effiated with precooling occurred for the interior and east zones
ciency associated with precooling and impacts the cost savingbecause of larger cooling requirements during the early hours of

Braun et al.[11] considered both internal and external zonesccupancy. For the south and west facing zones, there is signifi-
and performed tests at the lowa Energy Center in order to deoant load shifting but relatively small effect of precooling on the
onstrate the load shifting potential in small commercial buildinggeak cooling requirements. For the two-day sequences, the reduc-
This facility is used for performing research on building control§on in occupied period cooling load were about 31%, 21%, 18%,
and has four sets of identical zon@®o zones facing east, west,and 27% for the interior, east, south, and west zones, respectively.
and south with external boundary conditions and two intern@he peak load reductions for the occupied period were about 12%,
zones on two separate air distribution systems. A third air hant5%, 4%, and 3% for the interior, east, south, and west zones,
dling unit serves the remainder of the building, including the ofrespectively.
fice spaces adjacent to the test zones. The original intent of thé=igures 7 and 8 give total sensible cooling loads and average
tests was to run one test air handling unit and the four zonestémperatures for all of the test rooms for night setup and precool-
serves under one control strate@yg., night setupand the sec- ing test sequences. For night setup control, the loads were rela-
ond air handling unit and set of zones under a different stratetiyely flat during the occupied period with a peak load near the
(e.g., precooling However, through simulations it was discov-end of the day. For the simple precooling strategy, the loads were
ered that thermal coupling between the test zones and adjacesrty small during the early part of occupancy and increased con-
zones was significant and there would be significant energy tratisuously during throughout the day. The occupied period zone
fers between zones that utilize different zone temperature contteinperaturegand comfort levels were nearly identical for the
strategies. As a result, the entire facility was controlled with fvo strategies. The occupied period load was about 23% less for
uniform control strategy and two sets of tests over two differetiie precooling tests. The peak load was reduced by about 9%.
time periods were performed. The combination of the four sets Biowever, the control strategy was not designed to maximize peak
zones is somewhat representative of a small commercial buildilogd reduction. Much greater peak load reductions would be pos-
and not a particularly good candidate for use of building thermalble if the zone temperatures were varied within the comfort re-
mass. It is a single-story structure with a high exterior surface argmn rather than being held constant. Such a strategy would keep
to volume ratio and significant thermal coupling with the ground
and ambient and to adjacent zones within the building. Further-
more, the test zones have no internal furnishings and the floor icw o —
carpeted.
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Fig. 6 Comparison of zone sensible cooling loads for interior,
east, south and west zones for lowa Energy Center tests (from  Fig. 8 Comparison of average zone temperatures for lowa En-
Braun et al. [11]) ergy Center tests (from Braun et al. [11])
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the zone temperatures low at the beginning of occupancy and rdise thermal mass and the internal air space, and a strong heat
them later in the day. This would have the effect of increasing theansfer coupling to the external ambient conditions. Furthermore,
early occupancy loads and decreasing the late occupancy loadbe control was not optimized for this application. However, op-
timal control for this application may well have been conventional
Field Studies night setup control. _ _
. . ) . Keeney and Braufil3] used system simulation to develop a
_Both simulation studies and laboratory tests demonstrated Sigsnirol strategy that was then implemented and tested in a large
nificant savings potential for control of building thermal massq 1 mjllion sq. ft) commercial building located northwest of Chi-
However, they also showed that the cost savings are very sensifid, The goal of the control strategy was to utilize building ther-
to the application, operating conditions, and method of contrg o mass 1o limit the peak cooling load for continued building
This makes it very difficult to determine appropriate control strafs o o tion in the event of the loss of one of the four central chiller
egies for a particular _field applic_ation. F_urthermore, it is OliffiCu'Enits. The algorithm was tested using two nearly identical, four-
e conie Svot20) by uiltings hat are separted by a lrge Separately cooled
quirements are not reproducible. One approach for dealing WEH rance area. 1he east building utiized the existing buiding con-
this problem is to find two nearly identical building zong® fol strategy Wh".e the_west bun(_jmg use_d th_e pre(_:oollng strategy
similar occupancy and ambient couplinand then compare 't‘he developed for this project. Consistent with S|r.nu.lat|on predictions,
tQF precooling control strategy successfully limited the peak load

cooling requirements associated with implementing conventio o . ; S !
and precooling strategies. A more accurate method is to use m 75% of the cooling capacity for the west building, while the

surements to learn a model for the building energy requiremeﬁ@?thbu"ding operated at llOO% of C_apalcity. db d
and then use the model to evaluate the costs associated with dif! "¢ emergency control strategy implemented by Keeney an
ferent control strategies for identical inpuis.g., weather, etr. raun[13] involved precooling at constant zone temperature set

Both of these approaches have been applied for evaluating bulf®NtS (Tpre) of 68°F during the unoccupied period until 5:30 a.m.
ing thermal mass control methods. This was followed by a 30-min warm-up period, where the zone

Ruud, Mitchell, and Kleir{12] evaluated the effect of precool- S€t Points were set up to 76°F, so that the cooling system turned
ing on the on-peak cooling requirements for an existing buildingff without calling for heating. During this time, the zone air
The experiments involved precooling three adjacent stories of tA@rmed due to lighting and equipment loads. At 6 a.m., the occu-
building. The center floor acted as the test floor and the twiied period set pointsT.c) were set near the low end of the
boundary floors acted to reduce interactions with the rest of te@mfort region at 71°F so that the buildiregol storage was held
building. Another floor of the building that was not precooleds long as cooling capacity was available. These set points were
provided the baseline. The results showed only a 10% reductionfiintained until the limit on cooling capacity was reached. After
the cooling energy required during the occupied period with tis point, the temperatures in the zorflemtedupwards and dis-
substantial increase in the total cooling required and no reductieharge of thecooling stored in the building thermal mass was
in the peak cooling requirement. Part of the explanation for th&ccelerated.
poor performance could be that there was significant convectiveFigure 9 shows total chiller load for the east and west buildings
coupling between zones making it difficult to perform controlledor a week of testing within the middle of summer. The cooling
tests. In addition, the building may not have been a good cangbil load profile on Monday is the most dramatic example of the
date for effective utilization of building thermal storage. Thdoad shifting during this test period. The peak cooling load for this
building construction was such that there was a relatively smddicility often occurs on Monday morning. The cooling limit was
amount of thermal mass, a weak heat transfer coupling betwesshieved on Monday during a period in which a heat emergency
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Fig. 9 Total coil load for east and west chiller units (from Keeney and Braun
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had been declared in the city of Chicago. The severe ambidiable 1 Cooling season energy, demand and total costs and
conditions were compounded by a power outage that caused a [gR4ngs potential of different control strategies for Chicago
of the west side chiller units for approximately 20 minutes. Unddeld site (from Braun et al. [14])

these demanding conditions, the precooling strategy maintained

Energy costs Demand costs Total costs Savings

occupant comfort while successfully limiting cooling demand O&ateqy 6] (% (%) (%)
the west side of the building to less than 75% of that for the east
side Night Setup 90,802 189,034 279,836 0.0
: . ) . ight Precool 84,346 147,581 231,928 17.1

The east side cooling requirement was at or below the 75%derate Precool 83,541 143 859 227400  18.7
chiller capacity target for Tuesday through Friday so the emegxtended Precool 81,715 134,551 216,266 22.7
gency precooling strategy was not necessary. For these oﬁ-de?ﬁxim_um Discharge 72,638 91,282 163,920 41.4
days, the emergency strategy is not effective in reducing the opowLinear Rise 77,095 141,124 218219 220

peak cooling requirements because the thermal mass is not fufty

discharged when the capacity is below the target. However, peak

load reduction would occur on off-design days if the target value

were reset to a lower value. during occupancy?7 a.m.-5 p.m.and set to 80°F at other times.

Occupant comfort conditions were also monitored during thEhe Light Precool and Moderate Precool strategies precooled the
tests for a representative zone. Figure 10 shows the predictrdlding at a fixed setpoint of 67°FL9.4°Q prior to occupancy
mean votgPMV) index plotted as a function of time for Wednes-and maintained a fixed setpoint of 73{£2.8°Q during occu-
day of the test period under the precooling strategy. At night, tliancy. The Light Precool began at 3 a.m., whereas the Moderate
zone conditions were below the ASHRAE limit for occupant comPrecool started at 1 a.m. The Extended Precool was identical to
fort. Just prior to occupancy, the warm-up period was initiateithe Moderate Precool, except the setpoint at occupancy was
which quickly returned the zone conditions to the comfort regiomhanged to 69°F20.6°Q until the on-peak period began at 10
For the remainder of the occupied period, the zone was magm., when it was raised to 73922.8°Q. The Maximum Dis-
tained at cool conditions and the thermal mass was not fully disharge strategy was the same as the Extended Precool, except the
charged. During the test day depicted in Fig. 10, the limit osetpoint for the on-peak, occupied period was 728°C). The
cooling capacity was not reached and the comfort conditions r8low Linear Rise strategy was a modification of the Maximum
mained at a relatively constant level through the day. If the entiigischarge strategy, where the setpoint was raised linearly over the
comfort range were utilized, additional on-peak load reductioentire on-peak, occupied peri@@ hr in this casgbetween 69°F
would have occurred. (20.6°Q and 77°F(25°C).

Braun, Montgomery, and Chaturvefdi4] used data from the  The strategies that did not utilize the entire comfort range dur-
same facility used by Keeney and Bra{ih3] to construct an ing the occupied periodLight Precool, Moderate Precool and
inverse model and then used the model to estimate savings a€sxtended Precoplall provided about 20% savings relative to
ciated with different zone temperature adjustment strategies. TRight Setup. Each of these strategies reduced both energy and
model utilizes a simplified state-space representation for the buildemand costs. However, the demand costs and demand cost re-
ing cooling requirements and polynomial curve-fits for the equipgtuctions were significantly greater than the energy costs and sav-
ment power requirements trained with hourly data in order tags. The decreases in energy costs were due to favorable on-to-
provide estimates of hourly power consumption in terms of ambiff peak energy rate ratios of about 2 to 1. High on-peak demand
ent conditions and zone temperature setpoints. Monthly energyarges of about $16/kW provided even greater incentives for use
and demand costs determined with the model were within abaft precooling. The savings increased with the length of the pre-
5% of a summer utility bill. cooling period, particularly when the precooling was performed

The inverse model was run for a three-month perfidane to close to the onset of on-peak rates. The Maximum Discharge strat-
Augus) to estimate the savings potential of different control straegy, which maximizes discharge of the thermal storage within the
egies for the field site. Table 1 shows energy, demand and toséucture, provided the largest savingd%). Much of the addi-
costs for cooling and total savings relative to Night Setup. Figut®nal savings were due to reductions in the demand costs. The
11 shows the setpoint variations associated with the different cdrinear Rise strategy was no better than the Extended Precool with
trol strategies. For Night Setup, the setpoint was 7@E8°Q  slightly better energy savings and worse demand savings.

Typical rate structures were obtained for five locati@Bsston,
Chicago, Miami, Phoenix, and Seaijtland used to carry out
T T . . simulation studies to analyze the overall impact of location on the

061 1 savings potential for use of building thermal mass. Figure 12
------------------------------------ gives air conditioning utility cost savings estimates associated

0.4F 1 with each strategy and location determined using the utility infor-
7 ASHRAE Limit mation shown in Table 2. Savings were achieved in all locations

02| i except for Seattle. The greatest savir(§8%) were associated

with the Maximum Discharge strategy implemented in Boston.

> of 1 Similar savings were achieved in Chicago and Miami, with some
% lower savings in Phoenix. The negative savings in Seattle means
%_0,2- that Night Setup is the best strategy for this location. A greater
< penalty is associated with greater precooling in Seattle. However,

night ventilation was not considered in this study. The use of night
ventilation could result in some savings for precooling Seattle.

State-of-the-Art and Beyond

-0.8
Significant savings potential for use of building thermal mass
1 . . L . has been demonstrated in commercial buildings using simulation,
° 5 0 e 15 20 controlled laboratory testing, and field demonstrations. However,
the savings are sensitive to many factors, including utility rates,
Fig. 10 Measured comfort index under precooling strategy type of equipment, occupancy schedule, building construction, cli-
(from Keeney and Braun [13]) mate conditions, and control strategy. The most important factor
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for savings is probably the utility rate structure. In the absence nétworked to a centralized control system. Secondly, the control
time-of-use and demand charges, positive savings depend uggatem should be easily configured so as to allow communication
having conditions that allow for night ventilation precooling oiof a global setpoint to all of the thermostats. These two features
equipment with very favorable part-load performance. Howeveare not very common in existing installations. Thirdly, it is neces-
very significant savings are possible for most modern commercsdry to develop a site-specific control methodology for a given
buildings that have favorable off-peak utility rates regardless oiilding. This is not an easy task. However, the savings potential
equipment type, building construction, and climate. There ai® significant enough to warrant additional costs associated with
some exceptions: constant-air-voluli@AV) systems with reheat new control hardware and software.
and buildings with 24-hr occupancy are not good candidates forVery little work has been done in developing general control
application of building thermal mass control strategies. There approaches for use of building thermal mass. The ultimate solu-
also a greater opportunity for savings in large commercial builéion would be to employ an optimal controller that determines a
ings than smaller ones because of a smaller ratio of external ategectory of zone temperature setpoints by minimizing an integral
to thermal mass, the use of heavier weight materials, and tbest function evaluated using models for transient cooling require-
availability of more favorable electrical rate structures. Howevements and air conditioning equipment performance, utility rate
it may be easier to develop an intelligent controller for smalhformation, and weather forecasts. The controller could learn the
commercial buildings because they typically use packaged aiodels using site-specific measurements. The models and optimi-
conditioners with a single thermostat controlling a single unit fazation approaches would need to be relatively simple with a small
individual zones. In large commercial buildings, the equipmemumber of measured inputs in order to allow low-cost implemen-
tends to centralized and serves many zones. The systems tenthtion. Significant research is necessary before an optimal control-
be complex and one of a kind with specialized control softwarder is practical. For large commercial buildings, it is much more
There are several technical obstacles to widespread implemékely that fixed control strategies will be implemented in the near
tation of building thermal mass control in large commercial buildterm.
ings. First of all, it is necessary to have digital thermostats that areA fixed control strategy should prescribe how zone temperature
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Table 2 Utility rate structures for different locations

Energy (¢kWh) Energy Cost Demand(¥kwW)

City Off-Peak On-Peak Ratio On-Peak Peak Hours
Boston 0. 2.9 4.7 18.87 9 a.m.—10 p.m.
Chicago 2.3 5.2 2.3 16.41 9 a.m.—10 p.m.
Miami 11 2.8 25 6.25 12 am.-9.p.m.
Phoenix 2.7 5.1 1.9 14.82 11 a.m.—-9 p.m.
Seattle 3.2 3.2 1.0 1.46 6 a.m.—10 p.m.

set points vary over time. However, different strategies are appisuld be learned through adaptation of a simple dynamic model.
priate for minimizing energy and demand costs. For energy cdgtility rates and general equipment characteristics could be en-
minimization, the zone temperature set points should be raisedti¢oed as parameters during configuration of the controller.
the upper comfort limit as quickly as possible after the onset of Although the paths to commercialization are not known, it is
on-peak utility rates. For demand cost minimization, the set poirapparent that the benefits associated with control of building ther-
could be kept at the lower limit of comfort with an appropriatenal mass are such that commercial products will be developed
limit on the peak power consumption. When the actual powand begin to penetrate the marketplace within the next decade.
reaches the limit, then the zone temperatures would float. The
limit should be the lowest value that would just keep the zongeferences
temperature within the comfort region. This limit would need 10 1] graun, J. E., 1990, “Reducing Energy Costs and Peak Electrical Demand
change according to the expected cooling requirements. Estimat- Through Optimal Control of Building Thermal Storage,” ASHRAE Trans.,
ing the appropriate demand limit is a difficult, yet important prob-lz] 26@()’, ppMBYEG—%g.N 1T A 1990, “Cooling Cost Minimization Usi

i : . s nyder, M. E., and Newell, T. A, , “Cooling Cost Minimization Using
lem. Determining the apprc_)prlate tlme.to t_ran5|t|on_b_etween_ en Building Mass for Thermal Storage,” ASHRAE Tran86(2), pp. 830—838.
ergy COSt. and demand'.“mltmg strategies |S. also difficult. Slnce[3] Keeney, K. R., and Braun, J. E., 1996, “A Simplified Method for Determining
demand-limiting strategies have a greater influence on comfort Optimal Cooling Control Strategies for Thermal Storage in Building Mass,”
than energy cost strategies, it is probably best that a human op- International Journal of Heating, Ventilating, Air-Conditioning and Refrigerat-

ing Research2(1), pp. 1-20.
erator turn them on manua!ly.ea(:h qay' i . __[4] Chen, T. Y., 2001, “Real-Time Predictive Supervisory Operation of Building
For |arge cc_)r_nmerc_lal bU|Id|n_gs, Slte-SI_OGP'f'C control strategies ~ Thermal Systems With Thermal Mass,” Energy Build3, pp. 141-150.
could be identified using a detailed description of the building and[5] Nagai, T., 2002, “Optimization Method for Minimizing Annual Energy, Peak
equipment and utility rates along with a system simulation tool. Energy Demand, and Annual Energy Cost Through Use of Building Thermal
The disadvantages of this approach are that it requires a lot Storage,” ASHRAE Trans 108(1).
s . OéG] Rabl, A., and Norford, L. K., 1991, “Peak Load Reduction by Preconditioning
initial effort and the strategies cannot adapt to changes that may " pyiidings at Night,” Int. J. Energy Res15, pp. 781—798.
occur over timge.g., occupancy, utility ratesAnother somewhat  [7] Andresen, I., and Brandemuehl, M. J., 1992, “Heat Storage in Building Ther-
similar approach would be to use short-term data to train models[.8] gai _'\f;laJSSiPA fggimesttﬂctsmdyﬁf’ ASRHEAE_ Tr%ngi(i)_- Conditioning Loads b
f : ; ; oniff, J. P., , “Strategies for Reducing Peak Air Conditioning Loads by

that could be used to_identify (_:ontrol strategies. FOI’_ instance, Using Heat Storage in the Building Structure,” ASHRAE Trargs,, pp. 704—
Braun et al.[14] and Chaturvedi et al[15] presented inverse 700.
models that might be used with this approach. The trained modelg] Morris, F. B., Braun, J. E., and Treado, S. J., 1994, “Experimental and Simu-
could be used to develop/update site-specific control strategies. lated Performance of Optimal Control of Building Thermal Storage,”

: fni H it I ASHRAE Trans.,1001), pp. 402-414.
Ultlmately’ similar inverse models could be used within an on IIn%lo] Andrews, J. W., Piraino, M., and Strasser, J., 1993, “Laboratory Testing of

optimal controller. . o o Control Strategies to Reduce Peak Air-Conditioning Loads,” ASHRAE Trans.,
It may also be possible to develop guidelines for application of  9g(1), pp. 910-918.

and expected savings from building thermal mass control stratélt] Braun, J. E-,fLLaW(rjegt':fef,t,T- M-,(I;Igasief, % JR., gnd'HOL\l/?/'ehJéM" 2<|)0$,E;‘Q|e(zjm-
H H HH H _ onstration of Loa Iting an eak Loal eduction Wit ontrol of Build-

gIQS that. C(’.m be used by contrpls engineers to fa.CIIItate implemen ing Thermal Mass,” Proc. of 2002 ACEEE Conf. on Energy Efficiency in

tation within control systems in large commercial systems. The  pjiidings, Monterey, CA.

guidelines could be developed through use of simulations for 2] Ruud, M. D., Mitchell, 3. W., and Klein, S. A., 1990, “Use of Building Ther-

range of different building types, equipment, climates, and utility _ mal Mass to Offset Cooling Loads,” ASHRAE Tran86(2), pp. 820-829.

: AYH : : : 13] Keeney, K. R., and Braun, J. E., 1997, “Application of Building Precooling to
rates. For small commercial buildings, it may be practical in thé Reduce Peak Cooling Requirements,” ASHRAE Trad83(1), pp. 463469,

near term to develop a simple optimal controller and embed tt14] Braun, J. E., Montgomery, K. W., and Chaturvedi, N., 2001, “Evaluating the
within a smart thermostat. Existing thermostats in small commer- ~ Performance of Building Thermal Mass Control Strategies,” International
cial buildings provide direct on/off control of packaged cooling Journal of Heating, Ventilating, Air-Conditioning and Refrigeration Research,
equipment(as opposed to the cascaded controls used in Cemrﬁl'S] gﬁz)a’tl?rr\)/.eﬁ?gﬁélzasﬁd Braun, J. E., 2002, “An Inverse Gray-Box Model for
chiller plants and could be readily replaced with smart thermo-"" ransient B’uilt.J’ing Load Prediction,” International Journal of Heating, Venti-

stats at relatively low cost. The dynamics of the calls for cooling  Iating, Air-Conditioning and Refrigeration Researé1), pp. 73—100.
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